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REPAIR GARAGE LOCATION MAP @
REHABILITATION TYPE : RENOVATION ( 4 DOOR REPLACEMENT ) e
USEGROUP:S-1 DIVISION OF PROPERTY MANAGEMENT AND CONTRUCTION

SQUARE FOOTAGE: 20,300 sq. ft. STEVEN SUTKIN, DIRECTOR

VEHICULAR STORAGE

REHABILITATION TYPE : ALTERATION (2 DOOR ADDITION )
USE GROUP: S-2
BLDG. CONST. TYPE: 2C
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CONSTRUCTION NOTES :

REMOVE EXISTING DOOR AND ALL RELATED HARDWARE
INCLUDING EXISTING SILENCERS AND WEATHER SEALS FROM
FRAME, SAND FRAME TO BARE METAL IN PREPARATION FOR NEW
PRIMER AND HIGH PERFORMANCE PAINT APPLICATION. INSTALL
NEW WEATHER SEALS AND SILENCERS IN PREPARATION TO NEW
DOOR INSTALLATION.

REMOVE EXISTING / REMAINING PORTIONS OF CONCRETE PAD OR
BLACK TOP, EXCAVATE, INFILL AND COMPACT INDICATED AREAS
AS REQUIRED FOR THE CONSTRUCTION OF NEW CONCRETE PAD.
SEE DETAIL 2/ A-002.

SAW-CUT AND REMOVE EXISTING CMU FOR NEW DOOR OPENING,
SEE DETAIL H1/A-002 FOR SEQUENCE. PREPARE OPENING AS
REQUIRED FOR NEW DOOR AND FRAME INSTALLATION.

PROVIDE WALL MOUNTED EXIT SIGN ABOVE DOOR, LITHONIA
LQM-S-R-EL-N-SD OR APPROVED EQUAL. POWER FROM EXISTING
LIGHTING CIRCUIT.

EXISTING EXTERIOR RECEPTACLE AND CONDUIT TO BE REMOVED
AT PANEL SOURCE AND SAFED-OFF AS PER NEC - BY OWNER.

PROVIDE WALL MOUNTED EXTERIOR LIGHT ABOVE DOOR.
LITHONIA TWH LED 10C 1000 40K T3M MVOLT ELSWDDBXD.
POWER FROM EXISTING LIGHTING CIRCUIT - PANEL 'S' CIRCUIT 7.

PROVIDE NEW EXIT SIGN AND LIGHT AND POWER FEED FROM
EXISTING LIGHTING CIRCUIT- PANEL 'S' CIRCUIT 7 ; RUN %;" EMT
FROM EXISTING LIGHT FIXTURE TO 4" JUNCTION BOX OVER DOOR
FOR EXIT SIGN. RUN %;" EMT FROM JUNCTION BOX TROUGH CMU
TO 4"RECESSED EXTERIOR JUNCTION BOX. PROVIDE 2 #12 AWG
AND 1 #12 AWG GROUND.
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DOOR SCHEDULE
DOOR DOOR FRAME THRESHOLD FIRE HARDWARE COMMENTS PAINT
NO TYPE WIDTH | HEIGHT | THICKNESS | MATERIAL | FINISH GLAZING TYPE MATERIAL|  FINISH HEAD JAMB RATING TYPE
DOOR
1 - £ 31 gn £ gl gl 13/4" Y BT S Y AT 2 -2 3 O CH-EX S THN G-ORENHNG—IE - NOT IN CONTRACT - SG WIDTH
2 - £l gl AR 1.3/4x v AT S v AT 2 -2 1 R OGNS HN GO R BN - NOT IN CONTRACT - 9= p ~
E - £l g gl g 13/4" Y AT S e AT 2 -2 2 R OGNS FHN GO R BN - NOT IN CONTRACT - 9= . 4 yd E
L // //
&) / /
4 ] * 310" * 68" 13/4" HM PT - * ETR *HM PT - - ; 4 * TO MATCH EXISTING OPENING - VIF / EXISTING FRAME TO BE SANDED , PRIMED AND PAINTED SG = { 6"} 76"
DO: \\\ 7)‘% — -
(@) AN =
119 r * 310" * 70" 13/4" HMG _ ] * ETR *HM PT _ ] ] ] 4 * TO MATCH EXISTING OPENING - VIF / EXISTING FRAME TO BE SANDED , PRIMED AND PAINTED SG = . d ©
119A F * 31" * 71" 13/4" HMG ] ] * ETR *HM PT ] ] ] ] 4 * TO MATCH EXISTING OPENING - VIF / EXISTING FRAME TO BE SANDED , PRIMED AND PAINTED SG AN e S
1198 F * 31" * 710" 13/4" HMG ] ] * ETR *HM PT ] ] ] ] 4 * TO MATCH EXISTING OPENING - VIF / EXISTING FRAME TO BE SANDED , PRIMED AND PAINTED SG ©
TYPE S TYPEF TYPE L
131 F 3'-Q" 7'-2" 13/4" HMG PT - S HMG PT H1 J1 T1 - 3 SG
131A F 3'-0" 7'-2" 13/4 HMG PT - S HMG PT H1 J1 T1 - 3 SG @ DOOR AND FRAME TYPES
SCALE: 1/4"=1-0"
ABBREVIATIONS : NOTES:
D ETR - EXISTING TO REMAIN 1. COORDINATE WITH OWNER FOR THE REMOVAL ,RELOCATION OR RE-INSTALLATION OF EXISTING INSTALLATIONS THAT MIGHT BE AFFECTED BY RENOVATIONS. D
HM - HOLLOW METAL 2. COORDINATE WITH OWNER FOR THE REINSTALLATION OF EXISTING SECURITY ALARM CONTACTS .
HMG - HOLLOW METAL GALVANIZED 3. REMOVE AND RE-UTILIZE / RE-INSTALL EXISTING DOOR SIGNAGE.
PT - PAINTED
SG - SEMI-GLOSS
i INTERIOR EXTERIOR )
PRE-FINISHED (PRE-COATED STEEL LINTEL NOTES :
FLUOROPOLYMER COATING) |, 10"+ | 1. STEEL TO BE ASTM A-36
.032 FORMED ALUM. | | . -
0-8"+ 2. STEEL TO BE HOT DIPPED GALVANIZED AFTER FABRICATION PER ASTM A123.
FLASHING WRAPPED OVER
BENT PLATE. EXISTING MASONRY WALL 3. ALL STEEL DETAILS TO BE PER CURRENT EDITION OF AISC - "SPECIFICATION FOR
__: ““““ INSTALL WEEPS AT 32" O.C. ﬁ EXISTING STEEL BUILDINGS
C VERIFY W/ MASONRY COURSING : gﬁgSLT,\TTUE?_T'ON C
C T ' 15" DIAM. EXP BOLTS 1 AT
\ EACH JAMB ( 24" O.C. - MAX )
PAINTED STEEL LINTEL ;
v Ao 1 CONT. SEALANT BOTH % HM FRAME
L6"x12"x 4" BENT PLATE. SIDES OF FRAME
EXTEND 8" PAST JAMB | \ :
1/n +/
EACH END FOR BEARING. JAR M FRAME
H1 H2
- Q SCALE: 1"=1-0" Q SCALE: 1"=1'-0" .
OPENING CONSTRUCTION SEQUENCE :
NEW DOOR
1. SAW CUT SLOT FOR BENT PLATE IN MORTAR JOINT IN INTERIOR SIDE OF )
WALL AND INSERT PLATE WITH FLASHING HALF WAY. SAW CUT SLOT IN ] /2" PREFORMED T N—
MORTAR JOINT ON EXTERIOR SIDE OF WALL, THEN PUSH TROUGH TO SET. NEW DOOR /, BITUMINOUS FIBER
2. INSTALL THRU BOLTS \ EXPANSION JOINT N
3. SAW CUT DOOR WAY OPENING UNDER NEWLY INSTALLED LINTEL 4 6" THICK 4000 PS|
V4" HIGH 2746x6 ALUM. | — HMG DOOR FRAME BEYOND CLASS "B" CONCRETE
5 SADDLE BY PEMCO OR 5
SEALANT EXISTING o e N FILL CMU CORE SOLID WIGROUT ’ |
HM FRAME CONSTRUCTION )
EXTERIOR EXISTING SLAB .
[ HM FRAME || EXISTING SLAB
H -
2 Z ~
= - HAUNCH AT
PERIMETER - TYP.
i 4" THICK %," CLEAN §
\ STONE.
LOCK-IN ANCHOR LOCK-IN ANCHOR 95% COMPACTED SOLL ELEVATION OF PROPOSED PAD TO BE BASED ON
INTERIOR EXISTING WALL 0 EXISTING SLAB ELEVATIONS AND 2% MAX CROSS
CONSTRUCTION SLOPE
J1 J2 T1 2
Q SCALE: 1"=1"'-0" Q SCALE: 1"=1'-0" Q SCALE: 1"=1'-0" Q SCALE: 1"=1"'-0"
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